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2019 AWWA Water Audit Level 1 Validation – Review Document 

Audit Information: 
Utility:  Valley Center Municipal Water District PWS ID:  3710026 

System Type: Potable Audit Period:  Calendar Year 2019 

Utility Representation: Wally Grabbe (District Engineer), Jim Pugh (Finance Director), Michelle Wick (Engineering Technician), Gabby Olson (Safety and 
Regulatory Compliance), Vanessa (Manager of Accounting) in for Jim Pugh 

Validation Date: 7/23/2020 Call Time: 8:30 am Sufficient Supporting Documents Provided:  Yes 

Validation Findings & Confirmation Statement: 

Key Audit Metrics: 

Data Validity Score: 74  Data Validity Band (Level): Band IV (71-90) 

ILI: 0.66   Real Loss: 766.70  (gal/mile-main/day)  Apparent Loss: 48.82  (gal/conn/day) 

Non-revenue water as percent of cost of operating system: 3.6% 

Certification Statement by Validator: 

This water loss audit report has been Level 1 validated per the requirements of California Code of Regulations Title 23, Division 2, Chapter 
7 and the California Water Code Section 10608.34. 

All recommendations on volume derivation and Data Validity Grades were incorporated into the water audit. ☒ 

Validator Information: 

Water Audit Validator:  Drew Blackwell      Validator Qualifications:  Certified Water Audit Validator (CA) 
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